
PRE-BID CLARIFICATIONS 2 dtd. 22/04/2020 AGAINST NIB No.  351 DTD. 18/03/2020 

Sl. 

No.  

Clause 

ref. 

Clause as per bid document  Bidder’s query NEEPCO’s 

clarification  

1.  DNIB: Cl. 

3.1 
3.1 Technical Eligibility Criteria of the Bidders: 

The bidder shall provide satisfactory evidence concerning the following: 

 

3.1.1 The bidder must have successfully executed at least 1 (one) single 

contract for 220 KV Voltage Class or above Single Phase Generator 

Step Up Transformer of minimum 20 MVA capacity, which shall 

include Design, Engineering, Manufacture, Supply, Supervision of 

Erection, Testing & Commissioning and  which is in successful operation 

as generator Step Up Transformer for a period of at least 3 (three) 

consecutive years within a period of 7 (Seven) years ending last day of the 

month previous to the one in which this NIB is floated. Details, including 

year wise value of works executed, clients’ proof of satisfactory 

completion of work and operation of such installations shall have to be 

furnished. 

3.1.2 The Bidder must have successfully conducted short circuit 

Withstand test (special test) as specified in IS 2026 or equivalent on similar 

type of generator transformers (same or higher MVA rating, same voltage 

class etc.), within a period of 10(Ten) years ending last day of the month 

previous to the one in which this NIB is floated. 

Note: 

a) Documentary evidence in support of cl. No. 3.1.1 shall be furnished 

only from any Power Utilities / Central or State Govt. PSUs in India. 

b) Valid short circuit withstand test (special test) certificate conducted in 

CPRI or in equivalent NABL accredited labs shall be furnished. 

We have supplied the 

following Generator 

Transformers to 

private industries 

 1. 300 MVA, 

230/15KV  Generator 

Transformer supplied to 

ABB 

 2. 160  MVA, 

230/15KV  Generator 

Transformer supplied to 

ABB 

  

Further we can also 

provide you the 

valid short circuit 

withstand test report of 

similar or higher MVA 

rating & voltage class 

transformer conducted in 

CPRI. 

  

Request please amend 

the eligibility criteria, so 

to enable us to participate 

in your limited tenders. 

Bid stipulations 

shall prevail.  

 

 


